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RHODE ISLAND POLLUTANT DISCHARGE ELIMINATION SYSTEM

GENERAL PERMIT FOR NON-CONTACT COOLING WATER DISCHARGES

(Dated 7/03)

GENERAL COVERAGE UNDER THIS PERMIT

A. Permit Coverage. This permit may cover all areas of the State of Rhode Island.

B. Wastewater Type

1.

Eligibility. Except for non-contact cooling water discharges identified under Part
I.B.3, this permit covers the discharge of non-contact cooling water. Non-contact
cooling water is defined as water that is used to reduce temperature and which
does not come into direct contact with any raw materials or intermediate, final, or
waste product (other than heat).

Allowable discharges. Other discharges not comprised of non-contact cooling
water are allowed under this permit but are limited to the following: steam
condensate that does not contain any treatment chemicals; air conditioner
condensate that does not contain any treatment chemicals; hydrostatic test water
that does not contain any treatment chemicals; potable water line flushings; and
uncontaminated groundwater. If any of these discharges may reasonably be
expected to be present and to be mixed with non-contact cooling water discharges,
they must be specifically identified in the Notice of Intent (NOI).

Limitations on Coverage. This permit does not authorize the following non-contact
cooling water discharges:

a. Non-contact cooling water discharges with a total average daily flow of one
(1.0) million gallons per day (MGD) or greater;

b. Non-contact cooling water discharges that contain any cooling water treatment
chemicals;

c. Non-contact cooling water discharges from facilities with an existing RIPDES
individual permit, which was issued in accordance with Part IV.T. of this permit;

d. Non-contact cooling water discharges that the Director of the Department of
Environmental Management has found to be or may reasonably be expected
to be contributing to a violation of water quality standards;

e. Non-contact cooling water discharges into the terminal reservoir of a public
drinking water supply;

f.  Non-contact cooling water discharges that may adversely affect a listed, or a
proposed to be listed, endangered or threatened species or its critical habitat;

g. Non-contact cooling water which is co-mingled with discharges that are not an
allowable discharge under this permit;
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h. Non-contact cooling water which uses ground water, that is impacted by a
release of a toxic or hazardous material; and

i. Non-contact cooling water which is contaminated from failing or leaking heat
exchangers or process equipment being cooled.

C. Authorization. To be covered under this general permit, owners or operators of non-
contact cooling water discharges must submit to the Director a standardized Notice of
Intent (NOI) form by certified mail, or hand delivery. Upon review of the NOI, the
Director may deny coverage under this permit at any time and require submittal of an
application for an individual or an alternative general permit.

1.

Deadlines for Requesting Authorization. Permittees who are eligible to obtain
coverage under this general permit shall submit an NOI within ninety (90) days of
the effective date of this permit. For discharges of non-contact cooling water which
commence after the effective date of this permit, the NOI must be submitted a
minimum of ninety (90) days prior to the commencement of such discharge.

Granting of Authorization. For all non-contact cooling water discharges,
authorization will be granted ninety (90) days after the submittal of a complete NOI,
unless otherwise notified by the Director in writing. Regardless of whether the NOI
was actually reviewed, or it became approved because of this department's failure
to act within ninety (90) days, the permittee is still responsible for upholding all
permit conditions and any other applicable state or Federal regulations.

D. Termination of Coverage. Owners and/or operators of facilities must notify the Director

in writing when discharge(s) of non-contact cooling water no longer occur at the facility.
At that point, coverage under this permit is terminated. At a minimum, the following
information is required to terminate coverage under this permit:

1. Owner's name, mailing address, and telephone number;

2. Operator's name, mailing address, and telephone number;

3. Name and location of the facility;

4. RIPDES non-contact cooling water permit number; and

5. Certification that non-contact cooling water discharge no longer occurs.

E. Failure to Notify. Owners or operators, who fail to notify the Director of their intent to be
covered under a general permit and discharge to waters of the State or to a separate
storm sewer system without a RIPDES permit, are in violation of Chapter 46-12 of the

Rhode Island General Laws and the Clean Water Act and are subject to legal action.

PERMIT CONDITIONS

A. The discharge shall not cause visible discoloration of the receiving waters.

B. The discharge shall contain neither a visible oil sheen, foam, nor floating solids.
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C. The permittee must develop and implement appropriate best management practices
to ensure that discharges of non-contact cooling water are not contaminated by
failing/leaking heat exchangers. Appropriate best management practices may include
but not be limited to; material inventory, preventative maintenance and equipment
replacement, testing of equipment (dye testing, eddy current testing, pressure
testing), routine visual observations of equipment and discharge, or sampling of the
discharge for an indicator pollutant. The permittee must submit a self-certification
statement that the discharge is not contaminated to the Department by January 15"
of each year. The certification must summarize the selected best management
practices used to determine that the discharge is not contaminated and include the
dates of all inspections, testing, maintenance/equipment replacement, the results of
all inspections and testing, the personnel performing inspections, testing and
maintenance, and any actions taken in response to the inspections and testing. The
statement must also identify incidents where discharges have been contaminated by
failing/leaking heat exchangers. The statements must be maintained on site for a
period of five (5) years and be certified in accordance with Part IV.G of the permit.
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D. Monitoring Requirements and Limitations for facilities that use private well water as its source water:

1. Discharges to Fresh Water Warm Water Habitats from Private Well Water Sources with a Dilution Factor less than Fifteen (15)
During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor less than fifteen (15), to a drainage basin classified as a Fresh Water Warm Water
Habitat.

Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units
Average Maximum Measurement Sample
Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD xxx MGD 1/Month Calculated"
Temperature, Effluent 83 °F° 1/Month 4 Grabs®
pH 6.5 s.u. 9.0 s.u. 1/Month 4 Grabs®

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter which, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum

value to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the temperature of the receiving water be raised more than 4.0 °F.
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D. Monitoring Requirements and Limitations for facilities that use private well water as its source water:

2. Discharges to Fresh Water Warm Water Habitats from Private Well Water Sources with a Dilution Factor Equal to or Greater than Fifteen (15)
During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor equal to or greater than fifteen (15), to a drainage basin classified as a Fresh Water
Warm Water Habitat.

Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units
Average Maximum Measurement Sample
Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD xxx MGD 1/Month Calculated"
Temperature, Effluent 100 °F° 1/Month 4 Grabs®
pH 6.5 s.u. 9.0 s.u. 1/Month 4 Grabs®

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the temperature of the receiving water be raised more than 4.0 °F.
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D. Monitoring Requirements and Limitations for facilities that use private well water as its source water:

3. Discharges to Fresh Water Cold Water Habitats from Private Well Water Sources with a Dilution Factor less than Fifteen (15)
During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor less than fifteen (15), to a drainage basin classified as a Fresh Water Cold Water
Habitat.

Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units
Average Maximum Measurement Sample
Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD xxx MGD 1/Month Calculated"
Temperature, Effluent 68 °F° 1/Month 4 Grabs®
pH 6.5 s.u. 9.0 s.u. 1/Month 4 Grabs®

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the temperature of the receiving water be raised more than 4.0 °F.
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D. Monitoring Requirements and Limitations for facilities that use private well water as its source water:

4. Discharges to Fresh Water Cold Water Habitats from Private Well Water Sources with a Dilution Factor Equal to or Greater than Fifteen (15)

During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor equal to or greater than fifteen (15), to a drainage basin classified as a Fresh Water

Cold Water Habitat.

Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations
Characteristic Quantity - Ibs./day Concentration - specify units
Average Maximum
Monthly Daily Minimum Average Maximum
Flow --- MGD xxx MGD
Temperature, Effluent 100 °F°
pH 6.5 s.u. 9.0 s.u.

Monitoring Reguirement

Measurement Sample
Frequency Type

1/Month Calculated*
1/Month 4 Grabs?
1/Month 4 Grabs?

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the

applicant’s Notice of Intent.
Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the temperature of the receiving water be raised more than 4.0 °F.
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D. Monitoring Requirements and Limitations for facilities that use private well water as its source water:

5. Discharges to Salt Water from Private Well Water Sources

During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water to a drainage basin classified as a Salt Water Habitat.

Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units

Average Maximum Measurement Sample

Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD XXX MGD 1/Month Calculated®
Temperature, Effluent 83 °F° 1/Month 4 Grabs?
pH 6.5s.u.’ 8.5s.u.’ 1/Month 4 Grabs®

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the temperature of the receiving water be raised more than 4.0 °F (from October 1 through June 16) or more
than 1.6 °F (from June 16 through September 30).

* In no case shall the discharge cause the pH of the receiving water be more than 0.2 s.u. outside of the normally occurring range.

Final NCCW Permit



E. Monitoring Requirements and Limitations for facilities that use either the receiving water or a municipal water supply as its source water:

1. Discharges to Fresh Water Warm Water Habitats with a Dilution Factor less than Fifteen (15)

During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor less than fifteen (15), to a drainage basin classified as a Fresh Water Warm Water
Habitat. Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units

Average Maximum Measurement Sample

Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD XXX MGD 1/Month Calculated®
Temperature, Effluent 83 °F° 1/Month 4 Grabs?
pH influent* --- S.u. --- S.u. 1/Month 4 Grabs?
pH effluent’ - S.U. - S.U. 1/Month 4 Grabs®
pH change’ 05s.u.’ 1/Month Calculated

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the receiving water’s temperature to be raised more than 4.0 °F or the pH to be outside of the range of 6.5 —
9.0 s.u.

4Sampling for influent and effluent shall be conducted using appropriate allowances for hydraulic detention (flow-through) time. These values will
then be used to calculate the pH change. The maximum value to be reported is the largest individual pH change calculated for the reporting period.
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E. Monitoring Requirements and Limitations for facilities that use either the receiving water or a municipal water supply as its source water:

2. Discharges to Fresh Water Warm Water Habitats with a Dilution Factor Equal to or Greater than Fifteen (15)

During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor equal to or greater than fifteen (15), to a drainage basin classified as a Fresh Water
Warm Water Habitat. Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units

Average Maximum Measurement Sample

Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD XXX MGD 1/Month Calculated®
Temperature, Effluent 100 °F® 1/Month 4 Grabs?
pH influent* --- S.u. --- S.u. 1/Month 4 Grabs?
pH effluent’ - S.U. - S.U. 1/Month 4 Grabs®
pH change’ 05s.u.’ 1/Month Calculated

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the receiving water’s temperature to be raised more than 4.0 °F or the pH to be outside of the range of 6.5 —
9.0 s.u.

4Sampling for influent and effluent shall be conducted using appropriate allowances for hydraulic detention (flow-through) time. These values will
then be used to calculate the pH change. The maximum value to be reported is the largest individual pH change calculated for the reporting period.
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E. Monitoring Requirements and Limitations for facilities that use either the receiving water or a municipal water supply as its source water:

3. Discharges to Fresh Water Cold Water Habitats with a Dilution Factor less than Fifteen (15)

During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor less than fifteen (15), to a drainage basin classified as a Fresh Water Cold Water
Habitat. Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units

Average Maximum Measurement Sample

Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD XXX MGD 1/Month Calculated®
Temperature, Effluent 68 °F° 1/Month 4 Grabs?
pH influent* --- S.u. --- S.u. 1/Month 4 Grabs?
pH effluent’ - S.U. - S.U. 1/Month 4 Grabs®
pH change’ 05s.u.’ 1/Month Calculated

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the receiving water’s temperature to be raised more than 4.0 °F or the pH to be outside of the range of 6.5 —
9.0 s.u.

4Sampling for influent and effluent shall be conducted using appropriate allowances for hydraulic detention (flow-through) time. These values will
then be used to calculate the pH change. The maximum value to be reported is the largest individual pH change calculated for the reporting period.
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E. Monitoring Requirements and Limitations for facilities that use either the receiving water or a municipal water supply as its source water:

4. Discharges to Fresh Water Cold Water Habitats with a Dilution Factor Equal to or Greater than Fifteen (15)

During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water, with a dilution factor equal to or greater than fifteen (15), to a drainage basin classified as a Fresh Water
Cold Water Habitat. Such discharges shall be limited and monitored by the permittee as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units

Average Maximum Measurement Sample

Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD XXX MGD 1/Month Calculated®
Temperature, Effluent 100 °F® 1/Month 4 Grabs?
pH influent* --- S.u. --- S.u. 1/Month 4 Grabs?
pH effluent’ - S.U. - S.U. 1/Month 4 Grabs®
pH change’ 05s.u.’ 1/Month Calculated

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum

value to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the receiving water’s temperature to be raised more than 4.0 °F or the pH to be outside of the range of 6.5 —
9.0 s.u.

4Sampling for influent and effluent shall be conducted using appropriate allowances for hydraulic detention (flow-through) time. These values will
then be used to calculate the pH change. The maximum value to be reported is the largest individual pH change calculated for the reporting period.
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E. Monitoring Requirements and Limitations for facilities that use either the receiving water or a municipal water supply as its source water:
5. Discharges to Salt Water
During the period beginning on the effective date and lasting through permit expiration, the permittee is authorized to discharge from each
outfall of non-contact cooling water to a drainage basin classified as a Salt Water Habitat. Such discharges shall be limited and monitored
as specified below:

Effluent Discharge Limitations Monitoring Requirement
Characteristic Quantity - Ibs./day Concentration - specify units

Average Maximum Measurement Sample

Monthly Daily Minimum Average Maximum Frequency Type
Flow --- MGD xxx MGD 1/Month Calculated"
Temperature, Effluent 83 °F° 1/Month 4 Grabs?
pH influent’ --- S.u. --- S.u. 1/Month 4 Grabs?
pH effluent® --- S.u. --- S.u. 1/Month 4 Grabs?
pH change® 05s.u.’ 1/Month Calculated

--- Signifies a parameter which must be monitored and data must be reported; no limit has been established at this time.

xxx Signifies a parameter that, for each permittee, will be limited based upon the maximum non-contact cooling water design flow indicated in the
applicant’s Notice of Intent.

Sampling shall be performed during a typical operating day.

! Flow shall be either calculated using a flow totalizer or estimated using the cooling water pumping rate.

% Compliance with these limitations shall be determined by taking a minimum of four (4) grab samples equally spaced over the course of a normal
operating day. The maximum value to be reported is the highest individual measurement obtained during the monitoring period. The minimum value

to be reported is the lowest individual measurement obtained during the monitoring period.

% In no case shall the discharge cause the temperature of the receiving water be raised more than 4.0 °F (from October 1 through June 16) or more
than 1.6 °F (from June 16 through September 30).

* In no case shall the discharge cause the pH of the receiving water be more than 0.2 s.u. outside of the normally occurring range.

5Sampling for influent and effluent shall be conducted using appropriate allowances for hydraulic detention (flow-through) time. These values will
then be used to calculate the pH change. The maximum value to be reported is the largest individual pH change calculated for the reporting period.
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F. Test Methods. Standard test methods promulgated in 40 CFR 136 must be used to
conduct effluent analyses.

G. Reporting. Monitoring results obtained during the previous calendar quarter shall be
summarized and reported on Discharge Monitoring Report (DMR) Forms,
postmarked no later than the 15th day of the month following the completed
reporting period. The first report is due for the calendar quarter during which the
facility obtained coverage under this general permit. Testing shall be reported as

follows:
Quarter Testing Report Due Results Submitted
to be Performed No Later Than with DMR for
January 1 — March 31 April 15 March
April 1 — June 30 July 15 June
July 1 — September 30 October 15 September
October 1 - December 31 January 15 December

Signed copies of these, and all other reports required herein, shall be submitted to:

Rhode Island Department of Environmental Management
RIPDES Program
235 Promenade Street
Providence, Rhode Island 02908

H. Failure to Comply. Failure to meet the monitoring requirements under this part of the
permit constitutes a violation of Chapter 46-12 of Rhode Island General Laws and the
Clean Water Act; and may be subject to legal action.

[ll. NOTICE OF INTENT REQUIREMENTS

A. Contents of Notice of Intent

1. The owner's name, mailing address, telephone number, ownership status, and
status as a Federal, State, private, public, or other entity;

2. The operator's name, address, telephone number, ownership status and status as
a Federal, State, private, public or other entity;

3. Up to four (4) digit SIC code that best represents the principal products or
activities provided by the facility;

4. The location of each outfall, including the latitude and longitude of the
approximate center of the outfall to the nearest 15 seconds, for which the NOI is
being submitted:;

5. The name of the receiving water(s) or if the discharge is through a municipal
separate storm sewer, the name of the operator of the storm sewer system and
the ultimate receiving water(s);

6. The type of receiving waters as verified by the Department of Environmental
Management (e.g., Saltwater, Warm Water Freshwater Habitat, or Cold Water
Freshwater Habitat). Note: New discharges must submit a Habitat Identification
Request Form and receive the Department’s response prior to submitting the NOI;

7. A topographic map of the area extending at least extending one (1) mile beyond

the property boundaries of the facility that clearly shows the legal boundaries of
the facility and the location of each intake structure and each outfall;
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8. Alist of any allowable discharges, as described in Part 1.B.2 of this permit, that are
known or are reasonably expected to be present at the site;

9. Aline drawing of the facility that shows both the non-contact cooling water and the
allowable discharge water flow through the facility from intake to discharge and
describes any treatment that the water receives;

10. An identification of the source of the non-contact cooling water;

11. A description of the average frequency (days/week), duration (hours/day), and
flow (gallons per minute) of the non-contact cooling water discharge;

12. For discharges of non-contact cooling water that commence after the effective
date of this permit, the NOI must indicate the anticipated date on which the facility
will begin to discharge; and

13. Any additional information that may be required by the Department to be included
as part of the NOI, if the Director determines that such information is reasonably
necessary to determine whether or not to authorize the discharge under this
permit.

14. For discharges to fresh water, calculate the approximate instream dilution factor
based on an aquatic low-flow analysis. (See the NOI instructions to determine
how to calculate an instream dilution factor.)

B. Where to Submit. A completed and signed NOI, in accordance with Part IV.G., must
be submitted to:

Rhode Island Department of Environmental Management
RIPDES Program
235 Promenade Street
Providence, Rhode Island 02908

C. Deficient NOI. If any portion of the NOI does not meet one or more of the minimum
requirements of this part, then the applicant will be notified by a deficiency letter at any
point within the review period. It is the responsibility of the applicant to make all
required changes and resubmit the NOI. The review period will recommence upon
the receipt of the revised NOI.

IV. GENERAL REQUIREMENTS

A. Duty to Comply. The permittee must comply with all conditions of this permit. Any
permit noncompliance constitutes a violation of Chapter 46-12 of the Rhode Island
General Laws and the CWA and is grounds for enforcement action which may include
permit termination, revocation and reissuance, modification, or for the denial of a
permit renewal application and the imposition of penalties.

1. The permittee shall comply with effluent standards or prohibitions established
under Section 307(a) of the CWA for toxic pollutants within the time provided in
the regulations that establish these standards or prohibitions, even if the permit
has not yet been modified to incorporate this requirement.
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2. Section 309 of the CWA provides significant penalties for any person who violates
a permit condition implementing Sections 301, 302, 306, 307, 308, 318 or 405 of
the CWA or any permit condition or limitation implementing any such sections in a
permit issued under Section 402 of the CWA. Any person who violates any
condition of this permit is subject to a civil penalty of up to $25,000 per day of
such violation, as well as any other appropriate sanctions provided by Section 309
of the CWA. Section 309(c)(4) of the CWA provides that any person who
knowingly makes any false material statement, representation, or certification in
any record or other document submitted or required to be maintained under this
permit, including reports of compliance or noncompliance shall, upon conviction,
be punished by a fine of up to $10,000 or by imprisonment of not more than two
(2) years, or by both.

3. Chapter 46-12 of the Rhode Island General Laws provides that any person who
violates a permit condition is subject to a civil penalty of not more than $25,000
per day of such violation. Any person who willfully or negligently violates a permit
condition is subject to a criminal penalty of not more than $25,000 per day of such
violation and imprisonment for not more than five (5) years, or both. Any person
who knowingly makes any false statement in connection with the permit is subject
to a criminal penalty of not more than $5,000 for each instance of violation or by
imprisonment for not more than thirty (30) days, or both.

B. Continuation of the Expired General Permit. Provided the permittee has re-applied in
accordance with paragraph C below, an expired general permit continues in force and
effect until a new general permit is issued. Only those facilities previously authorized
to discharge under the expired permit are covered by the continued permit.

C. Duty to Reapply. If the permittee wishes to continue an activity regulated by this
permit after the expiration date of this permit, the permittee must apply for and obtain
coverage under a new permit. The permittee shall submit a new application at least
90 days before the expiration date of the existing permit, unless permission for a later
date has been granted by the Director.

D. Need to Halt or Reduce Activity Not a Defense. It shall not be a defense for the
permittee in an enforcement action that it would have been necessary to halt or
reduce the permitted activity in order to maintain compliance with the conditions of this
permit.

E. Duty to Mitigate. The permittee shall take all reasonable steps to minimize or prevent
any discharge in violation of this permit, which has a reasonable likelihood of
adversely affecting human health or the environment.

F. Duty to Provide Information. The permittee shall furnish to the Department, within a
reasonable time, any information which the Director may request to determine
whether cause exists for modifying, revoking, and reissuing, or terminating this permit,
or to determine compliance with this permit. The permittee shall furnish to the Director
any copies that are required to be kept as part of this permit.

G. Signatory Requirements. All Notices of Intent, reports, certifications or information
either submitted to the Director, or that this permit requires to be maintained by the
permittee, shall be signed and certified in accordance with Rule 12 of the RIPDES
regulations. Rhode Island General Laws, Chapter 46-12 provides that any person
who knowingly makes an false statements, representation, or certification in any
record or other document submitted or required to be maintained under this permit,
including monitoring reports or reports of compliance or noncompliance shall, upon
conviction, be punished by a fine of up to $25,000 per violation, or by imprisonment for
not more than thirty (30) days per violation, or by both.
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H. Oil and Hazardous Substance Liability. Nothing in this permit shall be construed to
preclude the institution of any legal action or relieve the permittee from any
responsibilities, liabilities, or penalties to which the permittee is or may be subject
under Section 311 of the CWA.

I. Release in Excess of Reportable Quantities. If a release in excess of reportable
guantities occurs, the permittee must notify the Office of Water Resources immediate-
ly. This permit does not relieve the permittee of the reporting requirements of 40 CFR
117 and 40 CFR 302.

J. Property Rights. The issuance of this permit does not convey any property rights of
any sort, nor any exclusive privileges, nor does it authorize any injury to private
property nor any invasion of personal rights, nor any infringement of Federal, State, or
local laws or regulations.

K. Severability. The provisions of this permit are severable, and if any provision of this
permit, or the application of any provision of this permit to any circumstance, is held
invalid, the application of such provision to other circumstances and the remainder of
this permit shall not be affected thereby.

L. Transfers. This permit is not transferable to any person except after notice to the
Director. The Director may require the operator to apply for and obtain an individual
RIDES permit as stated in Part IV.T. of this permit.

M. State Laws. Nothing in this permit shall be construed to preclude the institution of any
legal action or relieve the permittee from any responsibilities, liabilities, or penalties
established pursuant to any applicable State law.

N. Proper Operations and Maintenance. The permittee shall at all times properly operate
and maintain all facilities and systems of treatment and control (and related appurte-
nances) which are installed or used by the permittee to achieve compliance with the
conditions of this permit. Proper operation and maintenance also includes adequate
laboratory controls and appropriate quality assurance procedures. Proper operation
and maintenance requires the operations of backup or auxiliary facilities or similar
systems, installed by a permittee only when necessary to achieve compliance with the
conditions of the permit.

O. Monitoring and Records

1. Samples and measurements taken for the purpose of monitoring shall be
representative of the volume and nature of the discharge over the sampling and
reporting period.

2. The permittee shall retain records of all monitoring including all calibration and
maintenance records and all original strip chart recordings from continuous
monitoring instrumentation, copies of all reports required by this permit, and
records of all data used to complete the application for this permit, for a period of
at least five (5) years from the date of the sample, measurement, report or
application. This period may be extended by request of the Director at any time.

3. Records of monitoring information shall include:

a. The date, exact place, and time of sampling or measurements;

b. The individual(s) who performed the sampling or measurements;
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c. The date(s) analyses were performed;

d. The individual(s) who performed the analyses;
e. The analytical techniques or methods used; and
f.  The results of such analyses.

4. Monitoring must be conducted according to test procedures approved under 40
CFR 136 and applicable Rhode Island regulations, unless other test procedures
have been specified in this permit.

5. The CWA provides that any person who falsifies, tampers with, or knowingly
renders inaccurate, any monitoring device or method required to be maintained
under this permit shall upon conviction, be punished by a fine of up to $27,500 per
violation or by imprisonment for not more than six months per violation, or by both.
Chapter 46-12 of the Rhode Island General Laws also provides that such acts are
subject to a fine of up to $25,000 per violation, or by imprisonment for not more
than thirty (30) days per violation, or by both.

6. Monitoring results must be reported on a Discharge Monitoring Report (DMR).

7. If the permittee monitors any pollutants more frequently than required by this
permit, using test procedures approved under 40 CFR 136, applicable State
regulations, or as specified in this permit, the results of this monitoring shall be
included in the calculation and reporting of the data submitted in the DMR.

P. Bypass of Storm Water Control Facilities

1. Anticipated Bypass. If the permittee knows in advance of the need for a bypass,
he or she shall notify this Department in writing at least ten days prior to the date
of the bypass. Such notice shall include the anticipated quantity and the
anticipated effect of the bypass.

2. Unanticipated Bypass. The permittee shall submit notice of an unanticipated
bypass. Any information regarding the unanticipated bypass shall be provided
orally within twenty-four hours from the time the permittee became aware of the
circumstances. A written submission shall also be provided within five (5) days of
the time the permittee became aware of the bypass. The written submission shall
contain a description of the bypass and its cause; the period of the bypass,
including exact dates and times, and if the bypass has not been corrected, the
anticipated time it is expected to continue; and steps taken or planned to reduce,
eliminate and prevent reoccurrence of the bypass.

3. Prohibition of Bypass.

a. Bypass is prohibited and enforcement action against the permittee may be
taken for the bypass unless:

i. The bypass was unavoidable to prevent loss of life, personal injury or
severe property damage;
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i. There was no feasible alternatives to the bypass, such as the use of
auxiliary treatment facilities, retention of untreated waste, or mainte-
nance during normal periods of equipment downtime. This condition
is not satisfied if the permittee should, in the exercise of reasonable
engineering judgement, have installed adequate backup equipment
to prevent a bypass which occurred during normal periods of equip-
ment downtime or preventative maintenance; and

ii. The permittee submitted notices as required in paragraphs IV.P.1.
and IV.P.2. above.

b. The Director may approve an anticipated bypass after considering its adverse
effects, if the Director determines that it will meet the three conditions of
paragraph P.3.a, above.

Q. Upset Conditions

1. An upset constitutes an affirmative defense to an action brought for noncompli-
ance with technology based permit limitations if the requirements of Part IV.Q.2.
below are met. No determination made during administrative review of claims that
non-compliance was caused by upset, and before an action for noncompliance, is
final administrative action subject to judicial review.

2. A permittee who wishes to establish an affirmative defense of an upset shall
demonstrate, through properly signed, contemporaneous operating logs, or other
relevant evidence, that:

a. An upset occurred and the permittee can identify the specific causes(s) of the
upset;

b. The permittee facility was at the time being properly operated;

c. The permittee submitted notice of the upset as required in Rule 14.08 of the
RIPDES Regulations; and

d. The permittee complied with any remedial measures required under Rule
14.05 of the RIPDES Regulations.

3. In any enforcement proceeding the permittee seeking to establish the occurrence
of an upset has the burden of proof.

R. Inspection and Entry. The permittee shall allow the Director or an authorized
representative of DEM, upon presentation of credentials and other documents as may
be required by law, to:

1. Enter upon the permittee's premises where a regulated facility or activity is located
or conducted or where records must be kept under the conditions of this permit;

2. Have access to and copy at reasonable times; any records that must be kept
under the conditions of this permit;

3. Inspect at reasonable times any facilities, equipment, or operations regulated or
required under this permit; and

4. Sample or monitor any substances or parameters at any location, at reasonable

times, for the purposes of assuring permit compliance or as otherwise authorized
by the CWA or Rhode Island General Law.
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S. Permit Actions. This permit may be modified, revoked and reissued, or terminated for
cause, including but not limited to: violation of any terms or conditions of this permit;
obtaining the permit by misrepresentation or failure to disclose all relevant facts; or a
change in any condition that requires either a temporary or permanent reduction or
elimination of the authorized discharge. The filing of a request by the permittee for a
permit modification, revocation and reissuance, or termination, or a notification of
planned changes or anticipated noncompliance does not stay any permit condition.

T. Requiring an Individual Permit or an Alternative General Permit

1. The Director of the Department of Environmental Management (DEM) may
require any owner or operator authorized to discharge under this permit to apply
for and obtain either an individual or an alternative RIPDES general permit. Any
interested person may petition the Director to take action under this paragraph.
The Director may determine at his or her own discretion that an individual or an
alternative general permit is required.

2. Any owner or operator authorized to discharge by this permit may request to be
excluded from coverage of this permit by applying for an individual permit. The
owner or operator shall submit an individual application with reasons supporting
the request to the Director. The request may be granted by issuance of an
individual permit or an alternative general permit, if the reasons cited by the owner
or operator are adequate to support the request. The Director shall notify the
permittee within a timely fashion as to whether or not the request has been
granted.

3. If a facility requests or is required to obtain coverage under an individual or an
alternative general permit, then authorization to discharge non-contact cooling
water under this permit shall automatically be terminated on the date of issuance
of the individual or the alternative general permit. Until such time as an alternative
permit is issued, the existing general permit remains fully in force.

U. Reopener Clause. The Director reserves the right to make appropriate revisions to
this permit in order to incorporate any appropriate effluent limitations, schedules of
compliance, or other provisions which may be authorized under the CWA or State
Law. In accordance with Rule 15 and 23 of the RIPDES Regulations, if any effluent
standard or prohibition, or water quality standard is promulgated under the CWA or
under State Law which is more stringent than any limitation on the pollutants limited in
this permit, or controls pollutants not limited in the permit; then the Director may
promptly reopen the permit and modify or revoke and reissue the permit to conform to
the applicable standard.

V. Availability of Reports. Except for data determined to be confidential under Part W.
below, all reports prepared in accordance with the terms of this permit shall be avail-
able for public inspection at the DEM at 235 Promenade Street, Providence Rhode
Island. As required by the CWA, effluent data shall not be considered confidential.
Knowingly making any false statement on any such report may result in the imposition
of criminal penalties as provided for in Section 309 of the CWA and under section 46-
12-14 of the Rhode Island General Laws.
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W. Confidentiality of Information

1. Any information submitted to DEM pursuant to these regulations may be claimed
as confidential by the submitter, consistent with Rhode Island General Law 38-2-
2. Any such claim must be asserted at the time of the submission in the manner
prescribed on the application form or instructions or, in the case of other submis-
sions, by stamping the words "confidential business information" on each page
containing such information. If no claim is made at the time of submission, DEM
may make the information available to the public without further notice.

2. Claims of confidentiality for the following information will be denied:
a. The name and address of any permit application or permittee;
b. Permit applications, permits and any attachments thereto; and
c. RIPDES effluent data.
X. Right to Appeal. Within thirty (30) days of receipt of notice of final authorization, the
permittee or any interested person may submit a request to the Director for an
adjudicatory hearing to appeal the decision to be covered under the general permit.

The request for a hearing must conform to the requirements of Rule 49 of the RIPDES
Regulations.
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